LOW-SLOPE ROOF REPLACEMENT

Granby Memorial Middle School
321 Salmon Brook Street
Granby, CT 06035

OSCG&R #056-0051 RR

ISSUED: 04.22.2020

ARCHITECTS:
NORTHEAST COLLABORATIVE ARCHITECTS, LLC
500 Plaza Middlesex
Middletown CT 06457
v: 860.344.9332
EXISTING BRICK MASONRY UNITS OR REPLACE NEW TO MATCH EXISTING.

OF NEW HIGHER THRU-WALL FLASHING BACK TO THE BACK-UP WYTHE OF MASONRY, NEW AND (3) COURSE OF EXISTING BRICK VENEER, IN 2'-0" TO 3'-0" SECTIONS AT TIME, INSTALLATION

REMoval OF EXISTING THRU-WALL FLASHING, COUNTER-FLASHING, TERMINATION BAR, WEEP,

NOTE A-A:

ROOF SECTION DETAIL @ GYM
WALL AND LOCKER AREA

TERMINATION BAR
EXISTING MASONRY CONSTRUCTION
FASTENERS
USE WHITE COLORED
TAPERED INSUL; R-30 MIN;
MEMBRANE FLASHING
EXISTING METAL FLASHING

3" RIGID INSUL

AUX GYM
SEE NOTE

EXISTING CAVITY FLASHING
MEMBRANE FLASHING
EXISTING MASONRY CONSTRUCTION
TAPERED INSULATION
COLORED FASTENERS
NEW TERMINATION BAR
SEALANT
MEMBRANE FLASHING

NEW METAL FLASHING
MEMBRANE FLASHING
TERMINATION BAR
EXISTING WEEP

12" 1/4"

1/2" PROTECTION BOARD
TAPERED INSULATION
MEMBRANE FLASHING

CONT AVB
BOARD
1/2" SUBSTRATE
INSULATION STRIPS
NEW PRE-FORMED
METAL DECK
EXISTING 1 1/2"

METAL DECK
ACOUSTIC
EXISTING 1 1/2"

ROOFING
MEMBRANE

CONT AVB
METAL DECK
EXISTING 1 1/2"

METAL DECK
ACOUSTIC
EXISTING 1 1/2"

ROOFING
MEMBRANE

ROOF SCUPPER DETAIL @ TYPICAL

NOTE: SEE A-301 FOR TYPICAL NOTES